
State Hygienic Laboratory 
The University of Iowa 

JON MARTENS 
ATLANTIC MUN ICIPAL UTI LITI ES 
15W3RDST 
ATLANTIC, lA 50022-

Accession umber 23981 
Date Sample Finalized 2012-04-06 13: 13 

Date Received 2012-04-05 09 :30 
Sample Source Drinking Water 

Project 
Date Collected 20 L-04-04 I 0: I 0 
Collection Site we ll #6 

Collection Town AT LA TIC 
Sample Description water 

Client Reference 
Collector parrott troy 

Phone 712/243- 1395 

Note: Upon arrival, sample met container and preservation requirements for the analysis requested . Please rev iew carefully your sample 
results for additional analyte comments or method exceptions. 

Units mg/L 
Date Analyzed 2012-04-05 12:30 

Analyst LL 

Tetrachloroethylene 0.0067 

Results of Analyses 
GCMS Volatiles, EPA 524.2 

0.0005 

Analyzed In 
Date Verified 

Verifier 

Iowa City 
2012-04-06 13: 13 
WB 

0.005 

Note: The MCL (maximum contaminant level) is only applicable to omplwnce monitomrg ;·amples under the Safe Drinking Wuter Ac·t (SDWA). 

Description of Units used within this report 
mg/L =Milligrams per Liter 

The result(s) of this report relate only to the items anal yzed. This report shall not be reproduced except in full without the written 
approval of the laboratory. 
Iowa Environmental Laboratory IDs are: Ankeny #397, Iowa City/Coralvi lle #027, Lake ide #393. 
If you have any questions, please call Client Services at 800/421-IOW A ( 4692) or 319/335-4500. Thank you. 
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